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Abstract 
A study of a parking lot lighting of a large manufacturing company in Iowa was implemented to evaluate 
monthly energy consumption. Mercury light bulbs with 227W ratings on the light poles were replaced with 
low power energy efficient LEDs to increase the overall efficiency. Additionally, a small scale wind turbine 
was installed to supply power to experimental light poles. Migration from the current gas bulbs to the LED 
light results yielded about 60% energy savings, while capital gains due to the generation of wind energy 
returned about 80% savings per month which recovered initial investments on the assets. The 
environmental impact of this study cannot be neglected and it also provided opportunity for STEM 
education in colleges and wind energy awareness in the society in Iowa by showing benefits from current 
experiments. Details of the methods and analyses should be particularly useful to urban planners because 
they show how standard references on investment in automobile parking should be modified to include 
efficient energy management. The authors proposed new way to limit the cost of energy consumptions and 
environmental pollution on wildlife and human health. Research implications are discussed in terms of the 
impact of natural features in urban areas for reduction of green house gas emissions and promoting 
alternative energy sources. 
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1. Introduction 
Residential, commercial and industrial buildings as airports, roads, parking lots require 
lighting technologies. Outdoor lighting continues to expand as more infrastructures are built. The 
conventional parking lot lighting of a large manufacturing company in the Midwest were based 
on the technology that has been using mercury lamps of 227W rating per lamp in order to meet 
the parking lot lighting standard. The advent of high lumen efficiency light emitting diodes (LED) 
has revolutionized the lighting technology not only by reducing the required power, hence the 
energy, but also by increasing the operational life of the systems. The optical efficacy of LED 
has been proved to save energy about 50% as compared to mercury lamps widely used in 
parking lots1. Furthermore, updated legislation which demands consideration of the 
environmental effect of a product makes LED the ideal candidate for an environmentally –
friendly light source. 
Free or underpriced curb parking creates a classic commons problem in large cities. 
Researchers have found that 8 to 74% of cars were cruising in search of curb parking which 
took around 3 to 14 minutes to locate one1. In this regard, cruising vehicle in congested traffic of 
urban areas are contributing to air pollution. Priced parking spaces can yield 5 to 8% of the total 
rent in a city and more revenue than the property tax in some neighborhoods1. However, the 
concern of the environmental effect of the urban parking lighting on wildlife, human health and 
stellar cannot be neglected and residual light pollution should be limited too. The authors of this 
study have performed wind powered energy saving and green house gas (GHG) emission 
analyses on comparison between conventional parking lot lightings that use gas or mercury 
lamps and the new LEDs. 
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2. Energy Saving Analysis of LED Lighting 
In August 2005 a comparative study was conducted to analyze energy saving potentials 
of LED lamps with efficacy 45 lm/W to the conventional mercury lamps used for road lightings2. 
The researchers installed this luminary in a 7m wide city alley and tilted the lamp 30 degrees on 
5.5 m tall pole. Using the constant powered input the study resulted that the high – power LED 
with 100W rating has the same efficacy as conventional lamps (~70 lm/w). However, the study 
also showed that the light directedness of LED can hit the road surface while only 40-50% of 
light output from the conventional lighting fixture can hit the road surface 2. They provided 
energy saving analysis of LED lighting compared to sodium lamp and mercury lamp as 
illustrated below in Table 1. 
 
 
Table 1.Energy saving, LED vs. Sodium and Mercury lamp. (Modified from Wu et al., 20122) 
Brand new performance                                            Sodium       Mercury    LED 
 Lamp Efficacy (lm/W)                                                        120              65          72 
Lighting to target effectiveness                                            0.4             0.85       0.85 
Overall lighting efficiency                                                   28.6           15.5        44.2 
luminary maintenance factor                                                0.7              0.7         0.8 
Lifetime decayed luminance                                                0.4              0.4         0.7 
lifetime year                                                                           3                3           10 
Lifetime average overall lighting efficiency                        14              7.6         30.1 
Lifetime power consumption                                              0.071         0.132     0.033 
  
Lifetime energy saving 
LED saves 53.5% energy compared to Sodium Lamp 
LED saves 74.8% energy compared to Mercury Lamp  
 
 
One of the major causes that LED can reduce the energy consumption is due to its 
lighting to target, with 110o light emission angle effectiveness compared to 360o which also 
needs a reflector to direct the light beam to the target, and low light decay in lifetime2. Therefore 
LEDs have highly lighting-to-target efficiency. Based on the power consumption per net 
luminance to target, the researchers of the same study have concluded that LED can save 35.4 
% and 65.0% energy consumption compared to sodium lamp and mercury lamp respectively in 
brand new performance (Table 1). Potential of LEDs in energy efficiency achieves about 50% of 
the theoretical maximum which raises the LED to the status of the “star of the industry” 3. 
Light emitting diode (LED) is a type of semiconductor diode. In 1980s, LED designers 
started to use GaAsP (gallium arsenide phosphide) and GaP(gallium  phosphide) to create new 
types of LEDs. Usage development of new materials such as GaAIAs (gallium aluminum 
arsenide) and InGaAIP (indium gallium aluminum phosphide) helped to produce different output 
colors of LEDs.  Figure 1a and Figure 1b show that high pressure sodium (HPS) lights are 
typically are about 120 lumens per watt, LED lights are about 72 lumens per watt, and mercury 
lights are about 65 lumens per watt and  overall lighting efficiency of LEDs 74% higher than 
Mercury and HPSs. 
 
 
Figure 1a. Lumen per watt comparison                   Figure 1b. Overall lightingefficiency (W/lm). 
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3. Environmental Impact of Power Plants 
U.S. Department of Energy estimates that the electricity consumption in the United 
States will increase by 41% between 2005 and 2030. Despite the increased attraction to 
renewable sources, the share of electricity production in the United States from fossil – fuel 
power plants is forecast to increase during this period from 71 % to 74%.  Power plants in the 
United States use over one billion tons of coal annually (over 650,000 tons per generator due to 
the fact that coal based electricity generation priced $1.54 per million Btu compare to $ 6.44 for 
fueled oil and $ 8.21 for natural gas per million Btu4. However, coal plants tend to emit higher 
levels of pollutants and have other differential impacts on local community. In 2005, power 
plants in the United States emitted 2500 million metric tons of carbon dioxide (CO2), 10 million 
metric tons of sulfur dioxide (SO2) and 4 million metric tons of nitrogen oxides (NOx) 4.  In 
addition to this, coal burned power plants cause traffic around the neighborhood since coal 
plants receive coal by train, truck or barge. Carbon dioxide is associated with climate change 
and sulfur dioxide is associated with acid rain. Number of studies show that CO2 and SO2 
emissions by power plants can be limited by number of different ways. Limitation of 
environmental pollution by power plants requires not only “how” the lighting is arranged, but also 
by preferential use of light sources with spectral characteristics that have the least impact on 
human and wildlife health, while still maintaining a given degree of visibility in areas that need 
artificial lighting. Typically, some studies proposed limiting the growth rates of installed flux in 
each city to reduce the environmental impact or to limit the average density of installed light flux 
per hectare or acre. 
Another local externality from power plants is fossil fuel residue. Coal power plants 
produce 120 million tons of residues annually, according to National Research Council (2006)5, 
and the U.S. Environmental Protection Agency (2008)6 includes fly ash, bottom ash, boiler slag, 
and flue gas desulfurization sludge5. Many plants landfill these residues on site; however, if 
managed improperly, particles can be picked up by wind or stream and transported locally or 
even enter drinking water supplies and be dangerous for health. According to the U.S. Bureau 
of Labor Statistics (2008)7, in 2006 there were 35,000 power plant operators in the United 
States. 
 
 
4. Proposed Parking lot System Diagram 
Installation of wind turbine with 50kw power output capacity is proposed to be installed 
on the parking lot of a large manufacturing company. Based on the annual and monthly 
readings of wind velocity outputs from Iowa Energy Center (IEC), the installed wind turbine is 
capable of producing 159, 127 kwh energy annually and 43,983 kwh electrical energy during the 
winter season (December, January and February) as shown below in Figure 2. 
Proposed 50 kW Endurance E-3120 wind turbine is estimated to produce 159, 127 kWh 
of electrical energy annually with the average wind speed 14.46 mph. The maximum amount of 
power output can be seen during the first four months of the year when wind velocity is high 
ranging from 15.29 mph in February to 16.25 mph in April. Moreover, due to the shorter sun 
light during these four months the parking lot lighting may be utilized more than the average 12 
hours daily. 
Conventional system at the proposed parking lot draws 326.88 kWh electrical energy 
for 12- hour working period daily which is estimated as $12,421 for 30 poles with 4 mercury 
lamps in each pole. Replacement of the conventional mercury lamps with proposed LED lamps 
results in the total savings of $887for the 12-hour working period. In this regard, total amount of 
electrical energy drawn by the conventional system results in 29, 419 kWh for the winter 
season. Figure 1 shows that for the winter season estimated power output by the proposed wind 
turbine can produce almost a double amount of electrical energy than the current system can 
utilize.  
Figure 3 shows the average AC power output (watts) of a PV array as a function of time 
of day and month per installed 1kw-AC under ambient temperature 250C on the collector of 
1000 W/sq.m. Although solar energy is not efficiently produced by solar panels during the first 
four months of the year, months from April to August can generate enough electrical energy 
when the wind turbine energy production is lower compared to the winter season. In adition, 
power generation from solar panels, in this case 2095 kWh * 50 = 104,750 kWh may be directed 
to the facility buildings. 
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       Figure 2. Proposed wind turbine output results. (Modified from IEC, 2013)8 
 
 
 
Figure 3. Proposed solar power output results (50kw –AC output). (Modified from IEC, 2013) 8 
 
 
Wind turbine installation on the parking lot should be carefully examined before any 
excavation works can take place. Authors proposed southern-east side of the parking lot for 
50kW Endurance E-3120 wind turbine installation and north – center of parking lot for the 
proposed array of solar panels. Sketched view on MS Visio and the Satellite view of the current 
parking lot of the manufacturing company and proposed wind turbine solar panel hybrid diagram 
are shown below in Figures 4a and 4b. Installation of 50kw wind turbine on the southern-east 
side of the parking lot is considered to be optimal due to the open area with no buildings 
around. Furthermore, this location of wind turbine may decrease the cost of cabling and other 
underground works. 
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Figure 4a. Proposed wind turbine location. (Modified from Google maps, 2013)9 
 
 
 
 
Figure 4b. Proposed solar-wind hybrid system installation diagram 
 
 
Proposed project also offers to build a lab facility for a university’s Electrical Engineering 
Technology (EET) and Environmental Studies students. Proposed lab facility’s goals as follows: 
 To show a complex interrelated real world system that provides actual data in order to 
analyze the hybrid power system. 
 To provide wired and wireless sensors communication systems that is completely different 
than conventional electrical labs. 
 To show and study real-world power issues such as AC/DC power interaction and power 
quality. 
 To promote renewable energy technologies since there is clean energy production 
concerns. 
The proposed lab facility will allow STEM teachers to do workshops in order to educate students 
and increase awareness on renewable energy and environmental issues. This project also will 
50kW PV 
Arrays 
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provide a hands-on laboratory opportunity for STEM teachers and students. The intended 
outcomes of the proposed project include the following lab activities. 
 To collect annual average hourly, daily, and monthly energy production by using LabView 
and NI FPGA data acquisition module. 
 AC and DC bus measurements. 
 Monitoring wind speed, solar radiation, and data storage. 
 Rate of return and cost analysis of the renewable energy system. 
 Voltage, current, power, and system efficiency measurements. 
 
 
5. Conclusion 
Conventional parking lot lighting in a large manufacturing company in Iowa was studied. 
Study results showed that current parking lot lighting system is no longer the most optimal way 
of enlightening during dark hours. More energy efficient light emitting diodes were proposed to 
replace current mercury lamps. Moreover, wind-solar hybrid system is proposed to be installed 
to provide parking with renewable energy. Replacement of mercury lamps to LEDs and 
installation of small scale wind turbine connected to an array of solar panels may decrease 
overall cost on electricity10. Renewable way of generating power from solar – wind hybrid 
system may decrease GHG emission and increase the awareness of renewable energy sources 
in the local community. This project and lab activities will motivate students’ learning by 
introducing renewable energy fundamentals, economic, and environmental concerns. 
Renewable energy applications and programs in STEM education include basic mathematics, 
electrical circuits and design, analog and digital electronics, and conventional and renewable 
energy fundamentals. 
 
 
References 
1. D Shoup. The ideal source of local public revenue. Regional Science and Urban Economics. 
[Electronic version]. From www.sciencedirect.com.  2004.  
2. M Wu, H Huang, B Huang, C Tang, Cheng. Economic feasibility of solar-powered led roadway 
lighting. International Journal of Renewable Energy. [Electronic version], from www.sciencedirect.com. 
2009. 
3. A Mills, (2005). LED 2005 illuminates. Conference report. From www.three-fives.com. 2005. 
4. US Department of Energy. Annual Energy Outlook 2007. [Electronic version]. From www.energy.gov. 
2007. 
5. National Research Council (2006). Managing Coal Combustion in Mines. National Academies. 
[Electronic version]. From www.nationalacademies.org/nrc/. 2006. 
6. US Environmental Protection Agency. Waste and Materials-Flow Benchmark Sector Report. Beneficial 
Use of Secondary Materials-Coal Combustion Products. 2008.  
7. US Bureau of Labor Statistics. Occupational Outlook Handbook. Power Plant Operators. Distributors 
and Dispatchers. US  Department of Labor. [Electronic version]. From www.dol.gov. 2008; 09. 
8. Iowa Energy Center. Wind Assessment and Calculator. From www.energy.iastate.edu. 2013. 
9. Google Map. Satellite view of manufacturing site. From www.maps.google.com. 2013.  
10. O Sastry, K Devi, C Pant, G Parsad, R Kumar, B Bandyopadhyay. Development of White LED based 
PV lighting systems. Solar Energy Materials and Solar Cells. [Electronic version]. From 
www.sciencedirect.com. 2009. 
 
 
